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Non – Hazardous Location



Hazardous Location



FM Approved I.S. Transmitter for use in Class I, Div. 1+2 Group A, B, C, D or Class I Zone 0 AEx ia IIC T6



1



Barrier Galvanic Isolator



2



Apparatus Entity Values see FM Approval / Control Drawing of the used I.S. Transmitter



3



Output Values, see FM Approval (Control Drawing) of the used I.S. Transmitter



Transmitter



< 250 V



“ 2 wire hookup”
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Output Values, see FM Approval (Control Drawing) of the used I.S. Transmitter



5 Sensor Types Overview Channel 1 and 2 RTD or TC or Voltage or …
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Warning: For intrinsically safe Applications, equipment should not use or generate voltage which exceeds 250V RMS.



Display – Interface ( plug-in connector )



Install in accordance with the ANSI / ISA RP 12.06.01.



ABB



HMI-Ex Type A, AS



Do not alter without FM authorization.



HMI / Display Maximum Input Values I.S. Class I Div 1 and Div 2; Group: A,B,C,D or I.S. Class I Zone 0 AEx ia IIC Temp.Ident T6 Tamb 56°C, T4 Tamb 85°C Ui / Vmax = 9 V; Ii / Imax < 65.2 mA; Pi = 101 mW Ci = 0,4 µF; Li = 0 Terminals: 6 PIN Connector



HMI-Ex Type B, BS Title:



HMI-Ex Type A, AS, B, BS (Display), is an open type which must be installed within an enclosure appropriate for environmental protection accordance with ANSI/ISA S82 01 and S82 03 standards.



Approv. 13.08.08 1.03 AS,B,BS 13.08.08 Müller 1.02 FM input 20.10.06 Zeiger 1.01 FM input 05.07.06 Zeiger 1.00 Release 21.03.06 Zeiger Rev.



Desc.
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Date



Zeiger



Scale: HMI-Ex Type A, AS, B, BS Intrinsic Safety Control Drawing (FM)



-----



Name



ABB Automation Products



Drawing / Part No.:
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SAP_214748 Replacement of: --------
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Hazardous Location 1



Output Values, see FM Approval (Control Drawing) of the used N.I. Transmitter



Associated Apparatus or Power Supply



Apparatus Input Values see FM Approval / Control Drawing of the used N.I. Transmitter
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Non – Hazardous Location



FM Approved N.I.. Transmitter for use in Class I, Div. 2 Groups A, B, C, D or Class I Zone 2 Ex nL IIC T*



ABB Transmitter



< 250 V



4



Sensor Types Overview Channel 1 and 2 RTD or TC or Voltage or …



6



ABB



“ 2 wire hookup”



Output Values, see FM Approval (Control Drawing) of the used N.I. Transmitter



5



Display – Interface ( plug-in connector )



1.



HMI / Display Maximum Input Values N.I. Class I Div 2; Group: A,B,C,D or Ex nL IIC T*, Class I Zone 2 2. Temp.Ident T6 Tamb 60°C, T4 Tamb 85°C Ui / Vmax = 9 V; Ii / Imax < 65.2 mA; Pi = 101 mW Ci < 0,4µF; li = 0 Terminals: 6 PIN Connector



HMI-Ex Type A, AS HMI-EX Type B, BS HMI-Ex Type A, AS, B, BS (Display), is an open type unit which must be installed within an enclosure appropriate for environmental protection accordance with ANSI/ISA S82 01 and S82 03 Standard.



The HMI_Ex Type A,AS, B, BS Displays are FM approved for non-incendive, when installed per National Electric C (NEC) Article 501-4(B) exception or 502-4(B) exception with FM approved non-incendive Interface output values which meet the parameters indicadet beside. Warning: Explosion hazard, do not disconnect equipment unless power has been switched off, or the area is known to be non-hazardous. Warning: Substitution of components may impair suitability for Class 1 Division 2. Title:



Approv. 13.08.08 1.03 AS,B,BS 13.08.08



Müller



1.02 FM input 20.10.06



Zeiger



1.01 FM input 05.07.06 Zeiger 1.00 Release 21.03.06 Zeiger Rev.
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Zeiger



Scale: HMI-Ex Type A, AS, B, BS Non-Incendive Control Drawing (FM)
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SAP_ 214751 Replacement of: --------
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SACE Isomax S ABB SACE - ABB Group 

the one included in the motor operator KIT. Anmerkungen ... the connector with the one contained in the oper- ating mechanism .... cated way. Fix by means of ...
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Transformadores secos ABB Zaragoza - ABB Group 

Muy apto para zonas húmedas y/o contaminadas. ▫ No existe ... Mejor resistencia a efectos térmicos y dinámicos de ... ba
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SACE Isomax S ABB SACE - ABB Group 

b) Targa dello schema elettrico (applicata sul fianco dell'interruttore) c) Targa delle caratteristiche d) Targa degli s
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Robuste Produktion - ABB Group 

ZustandsÃ¼berwachung von Betriebs-. Die erfassten Daten ..... erheblich zur Steigerung der ProduktivitÃ¤t und Betriebs- sicherheit bei. ...... Redaktioneller Berater.
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Pressemitteilung - ABB Group 

09.09.2014 - Aktie (EPS) um 10-15 Prozent sowie eine attraktive .... www.abb.com/news sowie auf der Homepage von ABB Investor Relations unter ...
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1 ... - ABB Group 

If you have already installed the ABB Automation Builder 1.0 or newer, you can perform ..... system library AY1LB functi
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rs_case study_foxconn_en.indd - ABB Group 

ming path and reduce cycle time in RobotStudio before starting production. This has changed our workflow and improved our productivity. Pro- duction time has ...
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Transformer challenges - ABB Group 

history and diagnostic measurements and evaluation. 1. Transformer screening .... short-circuit strength than the older ones no clear time dependence in the.
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SACE Isomax S ABB SACE - ABB Group 

4. Collegamento del circuito di potenza. 5. Norme di impiego. 6. Messa in servizio. 7. Inteventi per eventuali anoma- li
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Pressemitteilung - ABB Group 

23.07.2014 - Jetzt liefern wir Ergebnisseâ€œ, sagte ..... Der unverwÃ¤sserte Gewinn je Aktie lag im zweiten Quartal bei USD 0,28 gegenÃ¼ber ..... Verkauf von.
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FM Approvals - ABB Group 

Group AB: Uo (Voc) = 6.5V, Io (lsc) = 25.0mA, P0 = 38mW, Co (Ca) = 1.55pF, Lo (La) = 5mH. Group CD: U0 (Voc) = 6.5V, lo (lsc) = 25.0mA, P0 = 38mW, Co (Ca) ...
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Application manual - ABB Group 

The data, examples and diagrams in this manual are included solely for the concept or product description and are not to be deemed as a statement of guaranteed properties. All persons responsible for applying the equipment addressed in this manual mu
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Elektrisches Bremsen - ABB Group 

Der Strom ist die primÃ¤re Komponente, die die Kosten bei Niederspannungs- ...... DPF: Grundschwingungs-Verschiebungsfaktor definiert als CosÏ†1, wobei Ï†1 ...
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Producción estable - ABB Group 

Para reducir la separación entre arrancadores suaves y acciona- mientos, ABB ha equipado el. PSTX con muchas de las cara










 


[image: alt]





Pressemitteilung - ABB Group 

17.06.2013 - Page 1 ... Konzernleitungsmitglied fÃ¼r die Division Industrieautomation und Antriebe, einstimmig zum neuen CEO ernannt. Er wird die Nachfolge von Joe Hogan im Rahmen eines ... Spiesshofer initiierte in seiner Division eine fokussierte E
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instruction manual - ABB Group 

option up to 250oF. ..... Note C: Cam operated microswitch option for TZIDC cannot be used in hazardous areas that ... when the cylinder is put into operation.
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Pressemitteilung - ABB Group 

09.09.2014 - Beteiligung der AktionÃ¤re an starker Cash-Generierung durch AktienrÃ¼ckkauf in .... Dividende, wertschÃ¶pfende Akquisitionen und zusÃ¤tzliche ...
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modular systems - ABB Group 

[PDF]modular systems - ABB Grouphttps://abblibrary.s3.amazonaws.com/.../9AKK106103A5750%20v2%20-%20Subesta...En cachécon
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UniAir - ABB Group 

... maintenance of metal-enclosed standardized medium voltage switchboards ..... avvertire immediatamente ABB (direttame
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SPA Gateway - ABB Group 

30.10.1997 - The selection of the SPA interface type is done by the ... In this application it must be noted that one gateway can handle max. 16 analog inputs ...










 


[image: alt]





Auxiliary Relay - ABB Group 

Raipur 492 099. Tel: +91 771 4701016 www.abb.co.in. North. East. West. South. Central. 1MDB08201 -YN 08-. No.14, Mathura
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Transporte - ABB Group 

Eficiencia que escala montañas. Reducción del ...... para ferrocarriles de montaña y, durante muchas décadas ..... de Ki
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Pressemitteilung - ABB Group 

23.07.2014 - Der unverwÃ¤sserte Gewinn je Aktie lag im zweiten Quartal bei USD ... ABB gab im Juni bekannt, dass das Unternehmen einen Vertrag Ã¼ber den Verkauf des .... Garantien abgeben, dass sie auch tatsÃ¤chlich eintreffen werden.
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1 ... - ABB Group 

yellow arrow on the parameter tree. Drive Interface. - There is also possible to update Drive Interface FW parameter tab
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