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SACE Tmax XT UL



Istruzioni di installazione PF XT2 UL Installation instructions PF XT2 UL Installationsanleitung PF XT2 UL Instructions pour l'installation PF XT2 UL Instrucciones de instalación PF XT2 UL
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LENGHT M M4



P 1
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Usare cavi o barre isolate/ o eseguire prove di tipo specifiche sull' installazione. Use cable or insulated busbars/ or perform specific type test on the installation. Kabel oder isolierte Sammelschienen verwenden / oder die spezifische Typprüfung auf derInstallation durchführen. Utiliser un câble ou des barres isolées/ ou réaliser un test de type spécifique sur installation. Utilizar un cable o barras aisladas / o efectuar una prueba de tipo específico sobre instalacíon.
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XT2-UL/III-IV P Fixing at 70mm/2,76"



XT2-UL/III-IV P Fixing at 50mm/1,97" F
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XT2-UL/III-IV P Fixing at 70mm/2,76"



NO!



XT2-UL/III-IV P Fixing at 50mm/1,97"



NO!



OK



OK



2



1



2



1



70 " 6 2,7



3



1,1 Nm 9 lb in



3



50 " 7 1,9



3



3



1,1 Nm 9 lb in



G



XT2-UL/III-IV P



XT2 WITHOUT FLANGE SENZA MOSTRINA



B D
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III-IV



1



A B C D E 50/1.97" 70/2.76" 141,5 161,5 43 47 17 23,5 5,57" 6,36" 1,69" 1,85" 0,67" 0,93" 133,5 153,5 75 86 25 43 5,26" 6,04" 2,95" 3,39" 0,98" 1,69" 133,5 153,5 75 116 25 43 5,26" 6,04" 2,95" 4,57" 0,98" 1,69"
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XT2 WITH FLANGE CON MOSTRINA



X Y



III IV



A B C D E 50/1.97" 70/2.76" 136 156 83 94 29 47 5,35" 6,14" 3,27" 3,7" 1,14" 1,85" 136 156 83 124 29 47 5,35" 6,14" 3,27" 4,88" 1,14" 1,85"



3



A



SACE Tmax | ABB



H



XT2-UL/III-IV W Fixing at 70 mm/2,76"



I



XT2-UL/III-IV W Fixing at 50 mm/1,97"
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XT2-UL/III-IV W B C D E 50/1.97" 70/2.76" 170 190 91 101 55 50,5 III-IV 6,69" 7,48" 3,58" 3,97" 2,16" 1,99"
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XT2-UL/III-IV/F-P-W 7 Nm



7 Nm 62 lb in



6 Nm 53 lb in



62 lb in



1SDA075901R1 1SDA075902R1 1SDA075903R1 1SDA075904R1



3pcs 4pcs 6pcs 8pcs



P-W/FC Cu



P-W /MC Cu



1SDA075877R1



3pcs



1SDA075878R1 1SDA075879R1 1SDA075880R1



4pcs 6pcs 8pcs



1SDA075881R1



3pcs



1SDA075882R1 1SDA075883R1 1SDA075884R1



4pcs 6pcs 8pcs



1SDA066869R1 1SDA066870R1 1SDA066871R1 1SDA066872R1



3pcs 4pcs 6pcs 8pcs



Cu wire 3÷125A



1SDA066893R1 1SDA066894R1 1SDA066895R1 1SDA066896R1



6 Nm 53 lb in



6 Nm 53 lb in



Cu wire 3÷100A



3pcs 4pcs 6pcs 8pcs



P-W/ES



P-W/EF



FC Cu MAX min 6,5 min 0,26"
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.m



in



6,5



0,2 "/ 8" 5 ma /2, 5m x in



0,0



0 x 2 8" ma 0,7 x ma
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1/0 AWG 14 AWG 2 AWG 14 AWG
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max 7,5 max 0,3"
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For copper For copper wire only wire only
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20 8" 0,7



Per V>480 l’alimentazione è solo dall’alto. Power supply is only from above for >480V Für V>480 erfolgt die Einspeisung nur von oben Pour V>480 l'alimentation est seulement par le haut Para V>480 la alimentación es sólo desde arriba



M



XT2-UL/III-IV/F-P-W Sul sito web: On the website: Zur Website: Sur le site web: En el sitio web:



http://www.abb.com/abblibrary/DownloadCenter



sono disponibili i seguenti disegni: the following drawings are available: folgonden Zeichnungen sind lieferbar: sont disponibles es dessins suivants: los siguientes módulos està disponibles:



For more information please contact: ABB S.p.A. ABB SACE Division Via Pescaria, 5 24123 Bergamo - Italy Phone: +39 035 395 111



© Copyright 2014 ABB. All rights reserved.



www.abb.com



1SDH000721R0105 - P-ES III-IV 1SDH000721R0107 - P-FcCu - Mc III-IV 1SDH000721R0108 - P-EF III-IV 1SDH000721R0110 - W-ES III-IV 1SDH000721R0112 - W-FcCu - Mc III-IV 1SDH000721R0113 - W-EF III-IV 
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SACE Tmax XT 

stored energy operating mechanism or direct-acting motor operator: 1.open/close change-over contact and one release trip
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SACE Tmax XT 

ABB SACE Division. Via Baioni, 35. 24123 Bergamo - Italy. Phone: +39 035 395 111. Fax: +39 035 395 306 - 433 www.abb.com
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SACE Tmax XT 

Color. CONDITION Run time. LED Blinking = S alarm (I > I2). (Neutral setting = OFF). In (A) 0,4 0,44 0,48 … 0,92. 0,9
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SACE Tmax XT 

1. For more information please contact: ABB S.p.A.. ABB SACE Division. Via Baioni, 35. 24123 Bergamo - Italy. Phone: +39
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SACE Tmax XT 

MOD - Comando a motore diretto cablato XT1-XT3. MOD - Wired direct-acting motor operator XT1-XT3. MOD - Motorantrieb mit
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SACE Tmax XT 

Example for HR. Example for VR. C. D. A. B. III. IV. 1 6 Nm - 53.10 lb in. 2 6 Nm - 53.10 lb in ... Copyright 2010-2014
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SACE Tmax XT 

ABB SACE Division. Via Baioni, 35. 24123 Bergamo ... SENZA MOSTRINA. COMPARTMENT DEPTH. PROFONDITA' QUADRO. 54. 78,2. 47. 18. 47. 18. A. Y. Y.
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SACE Tmax XT 

XT1-XT2-XT3-XT4. MC - Multi-cable front terminals XT1-XT2-XT3-XT4. MC - Vorderseitige AnschlÃ¼sse fÃ¼r mehrere Kabel XT1-XT2-XT3-XT4. MC - Prises avant multicÃ¢ble XT1-XT2-XT3-XT4. MC - Terminales frontales multicable XT1-XT2-XT3-XT4. MC - Terminali 
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SACE Tmax XT 

L'utilizzo di barre non isolate con Ue â‰¤ 480V prevede il montaggio obbligatorio di copriterminali HTC. The use of not insulated busbars with Ue â‰¤ 480V ...
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SACE Tmax XT 

20.5. 120. 115. 50. 128. 50. X. X. = = = = 171. 14. 41. 16. 45. 4. 40.5. 140. 153. 115. 70. 148. 50. X. X. = = = = 25. 5
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SACE Emax 2 - Tmax XT 

2) Cercare Ekip Connect. 3) Scaricare il software. 4) Installare il software sul PC. 1) Go to http://www.abb.com/abblibrary/DownloadCenter. 2) Search Ekip ...
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SACE Tmax XT Die neuen Niederspannungs- Kompaktleistungsschalter 

S51: Meldekontakt AuslÃ¶sereingriff. Elektrisches ZubehÃ¶r. 3-poliger Leistungsschalter. 4-poliger Leistungsschalter. Hilfskontakte 24V DC - 250V AC/DC. XT1.
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SACE Tmax PV und SACE Tmax PV/E Die LÃ¶sung fÃ¼r die Photovoltaik 

die Kosten, insbesondere bei den von Energieerzeugern ver- wendeten ... Tel.: 058 586 00 00. Fax: 058 586 06 01 www.abb.ch. Avenue de Cour 32. CH-1007 ...
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Ul 

Ul 
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Emax - Tmax 

FIXED WALL-MOUNTED. FEST, WANDMONTAGE. FIXE, MONTAGE PAROI ..... Tel.: +39 035 395.111 - Telefax: +39 035 395.306-433 http://www.abb.com. X.
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Mosa XT 

Koninklijke Mosa bv. Meerssenerweg 358. P.O. Box 1026. NL-6201 BA Maastricht. T +31 (0)43 368 92 29. F +31 (0)43 368 93 56 [email protected] www.mosa.com.
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Emax - Tmax 

3.1 TIRARE IL TIRANTE "H" DELL'INTERRUTTORE “X1-T7” VERSO L'ALTO FINO A PORTARE IL TIRANTE "J" DELL'INTERRUTTORE “E1/E6”
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Emax - Tmax 

Sganciatore elettronico a microprocessore ABB SACE PR331 T7-T7M-X1. ABB SACE PR331 T7-T7M-X1 microprocessor-based electr
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ABB SACE SACE Isomax S 

Ranger les conducteurs d'alimentation le long du perÃ§age (13). D. Montar el solenoide de apertura (2) en la tapa (12) y fijarlo con el tornillo (3). Preparar.
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ABB SACE SACE Isomax S 

By means of a blade screwdriver, hook the circuit-breaker and the residual current re- lease to the channel (13). Connect the power cables (12) of the re-.
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Standardleuchte UL Standard light UL Lampe standard UL ... - Rittal 

improperly, there is a risk of death or ... operating instructions. NOTE! The fluorescent tube contains mercury, and ... 15 A. GB. Notes on operating the lamps ...










 


[image: alt]





SACE Isomax S ABB SACE - ABB Group 

the one included in the motor operator KIT. Anmerkungen ... the connector with the one contained in the oper- ating mechanism .... cated way. Fix by means of ...
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SACE Isomax S ABB SACE - ABB Group 

4. Collegamento del circuito di potenza. 5. Norme di impiego. 6. Messa in servizio. 7. Inteventi per eventuali anoma- li
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Sganciatore elettronico a microprocessore SACE PR121 SACE ... 

Via Baioni, 35. 24123 Bergamo Italy. Tel.: +39 035 395.111 - Telefax: +39 035 395.306-433. E. C. K2. K1. W3. W4. W4. W3. K1. K2. R1. U1. U2. U1. U2. K1. W4.
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